
STATEMENT OF ENERGY PERFORMANCE

Old Liquor Warehouse Date: 8/10/2018

920 Front Year Built: 1936

Helena MT  59620

Baseline: 2012 12/31/2013 Current:

Energy Date: 12/31/2007 12/31/2012 12/31/2013 4/30/2017

Energy Star Score: 63 81 76 73

Gross Floor Area: 60,528 60,528 60,528 60,528 Sq. Ft.

Heating Degree Days 6,778 7,046 7,351 7,639

Cooling Degree Days 730 517 579 474

Reported Annual Energy Use:

Site Energy Use: 2967.66 1984.23 2267.25 2588.63 MBTU

Site EUI: 49,029 32,782 37,458 42,767 BTU/ft
2

Electricity: 271,007 238,106 252,126 251,726 kWh

Max Electric Demand: 93 93 106 96 kW

Natural Gas: 20,430 11,718 14,070 17,297 Therms

Reported Annual Energy Cost:

Electricity Cost: $25,167 $25,506 $27,699 $29,565

Electric Demand Cost: $0 $0 $0 $0

Natural Gas Cost: $21,200 $9,853 $11,452 $12,453

Energy Cost/ft
2

$0.766 $0.584 $0.647 $0.694

Weather Normalized Energy Use:

Site Energy Use: 3182.28 2068.19 2294.64 2560.10 MBTU

Site EUI: 52,575 34,169 37,910 42,296 BTU/ft
2

Electricity: 267,181 238,106 251,623 246,885 kWh

Natural Gas: 22,707 12,558 14,361 17,177 Therms

National Median Energy Use:

Site Energy Use: 3514.80 3156.99 3326.35 3555.88 MBTU

Site EUI: 58,069 52,158 54,956 58,748 BTU/ft
2

Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Direct Emissions: 108.5 62.2 74.7 91.9

Indirect Emissions: 112.3 98.6 104.5 104.3

Total Emissions: 220.8 160.9 179.2 196.2

National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Total Emissions: 261.5 256 262.9 269.5

% Difference from National Median:

Site EUI: -15.57 -37.15 -31.84 -27.20

Total Emissions: -15.56 -37.15 -31.84 -27.20

Adjusted Energy Based on Current Year:

Site Energy Use: 3078.70 2045.23 2293.26 2588.63 MBTU

Site EUI: 50,864 33,790 37,888 42,767 BTU/ft
2

% Difference Adjusted Site Energy Use

2012 to Baseline -33.57

2013 to Baseline -25.51

Current to Baseline -15.92

Current to 2013 12.88


